A sensor failure will lead to sensor measurement distortion, and may reduce the reliability of the whole structure analysis. This paper studies the method of monitoring information reconstruction based on the correlation degree. For the faulty sensor, the correlation degree of the normal response of this sensor and the measurements of the other sensors is calculated, which is also called the correlation degree of reconstructed variables and response variables. By comparing the correlation degrees, the response variables, which are needed to establish the correlation model, are determined. The correlation model between the reconstructed variables and the response variables is established by the partial least square method. The value of the correlation degrees between the reconstructed variables and the response variables, the amount of the monitoring data which is used to determine the coefficients of the correlation model, and the number of the response variables are used to discuss the influence factors of the reconstruction error. The stress measurements of structural health monitoring system of Shenzhen Bay Stadium is taken as an example, and the effectiveness of the method is verified and the practicability of the method is illustrated.
Introduction
The sensors are the basic instruments of the structural health monitoring system, while the measurements of sensors are the necessary information for estimating the structural safety. However, the operation duration of a sensor is limited and the sensor measurements may be abnormal because of sensor failure or environmental influences [1] . The technique for reconstructing the sensor information should be developed as a result, which can ensure saving the complete monitoring information for structural safety estimation. The monitoring information is diverse in the different measured locations and the different types of structural responses, which are correlated with each other to some extent [2] . That is to say, it is necessary to reconstruct the information for the failure sensor using the effective correlation model between the failure sensor and the other normal sensors.
For the sensor information reconstruction, the researchers proposed several methods to solve the question. For the problem of data distortion in the structural health monitoring system of a bridge, Huang [3] analyzed the relationship of the monitoring data by using Granger causality testing [4] in which the sensor data with a closer relationship is selected to be the input vector for an extreme learning machine to recover the missing sensor signal data. However, the individual prediction value could be a large error, and the training results need to be further improved because the tendency of the predicted data is not consistent with the theory value. The radial basis function (RBF) neural (1)
In the Equations (1) and (2), x i represents the measurements of the measuring point i under the load of n time steps. When the fault sensor works in normal, the measurement of the measuring point where the fault sensor located is denoted as y. The Pearson product-moment correlation coefficient [9] of the measurement from the arbitrary measuring point and the measuring point where the faulty sensor located is denoted as ρ i In Equation (3) , σ x i and σ y represent the response variance of the measurement point i and the fault sensor, respectively; cov(x i , y) is covariance, x i (k) and y(k) represent the measurement of point i and the fault sensor in the k th time step, respectively; µ x i and µ y are the mean value of the measurements x i and y, respectively.
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Reconstructed Variable and Response Variables
The correlation coefficients of the normal measurement of fault sensor and the measurements of the other sensors are calculated, which are also called the correlation coefficients of the reconstructed variable and response variables. The correlation matrix can be denoted as P:
The correlation coefficients are sorted from larger value to small value based on their absolute values, while the updated correlation coefficient's sorting matrix can be denoted as D P :
(ρ) i represents the i th correlation coefficient absolute value, while (ρ) 1 is the largest correlation coefficient absolute value and (ρ) m is the smallest correlation coefficient absolute value, respectively. The corresponding measurement to (ρ) i is denoted as (x) i , while the updated structural response sorting matrix can be denoted as D X :
The faulty sensor information is considered as the reconstructed variable Y P , and p measurements are selected as response variables X P :
Establishment of Correlation Model Using the Partial Least Square Method
The reconstructed variables and response variables are standardized as:
The response variables X P and the reconstructed variable Y P are standardized into E 0 and F 0 , respectively:
The main components set of E 0 and F 0 can be obtained by using principal component analysis, which are denoted as T and U, respectively:
The regression equations regarding E 0 and F 0 using partial least squares [10] and first principal components are:
where the regression coefficient vector is:
The regression equations for the h th principal component are:
The relationship between the h th principal component t h and the h th axis of E 0 is:
where w h is the unit eigenvector corresponding to the maximum eigenvalue θ h 2 of matrix
According to the Equations (18), (19), (22), and (23), E 0 and F 0 can be expressed as:
Substituting Equation (26) into Equation (22) yields:
Substituting Equations (26) and (29) into Equation (27) yields:
Substituting Equation (30) into Equation (26) yields: 
Substituting Equation (31) into Equation (28) yields:
Assuming the number of the principal components is h when the principal components satisfy the cross-validation principle. Meanwhile, F h approaches 0, which can be ignored. Equation (33) is written as:
Substituting Equations (14) and (15) into Equation (34) yields:
If:
then:
Substituting Equations (12) and (13) into Equation (37), the correlation model between the reconstructed variable and the response variables is:
The Reconstruction Error Evaluation Index
The average absolute error between the reconstructed value and actual value e a is:
The average relative error between the reconstructed value and actual value e b is:
where y(k) represents the reconstructed response of k th time step of the supposed fault sensor, and y 0 (k) represents the actual response of k th time step of the supposed fault sensor, respectively.
Reconstruction to Stress Measurements of Shenzhen Bay Stadium
Project Description
The structural health monitoring system of Shenzhen Bay Stadium began to be implemented in 2010, while the continuous monitoring of the steel roof in both the construction phase and service phase began to be carried out at the same time [11] . The stress measurements of the sensors located at the support members are chosen as the basic analysis data for example. The layout of sensors located at the support members are shown in Figures 1 and 2 . There are six supports, two rods of which are being monitored and four stress monitoring points are arranged on each rod; the sensor installation of support is shown in Figure 3 . For example, the number of eight stress monitoring points at support 3-1 can be denoted as 3-1-1, 3-1-2, 3-1-3, 3-1-4, 3-1-5, 3-1-6, 3-1-7, and 3-1-8, respectively.
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The Correlation Model of the Reconstructed Variable and the Response Variables
The sensor at location 3-1-4 is assumed to be failure on 16 May 2014. The stress monitoring information of this point is considered as the reconstructed variable. The measurements of the other locations are considered as the available response variables. The stress monitoring data from 7 May 2014 to 10 May 2014 are selected to calculate the correlation coefficients between measurements from location 3-1-4 and the other locations, which are shown in Table 1 . In Equation (38), there is no exact number demanded of the response variables, which may depend on the detailed examples and the special value of the correlation coefficients. Generally speaking, the historical measurements can be used to identify the effectiveness when the different number of responses variables selected. If four response variables are chosen to build the correlation model, that is to say, p = 4, then:
The correlation model of the reconstructed variable and the response variable is:
The stress monitoring data of the stress sensor 3-6-6, 3-3-2, 3-1-8, and 3-2-8 are used to reconstruct the stress measurements of the sensor located at point 3-1-4 on 16 May 2014. The contrast curves between reconstructed values and actual values are shown in Figure 4 . The reconstructed values have the same trend as the actual values, and there are small differences between them. The average absolute error is 0.89 MPa and the relative error is 2.71%. In Equation (38), there is no exact number demanded of the response variables, which may depend on the detailed examples and the special value of the correlation coefficients. Generally speaking, the historical measurements can be used to identify the effectiveness when the different number of responses variables selected. If four response variables are chosen to build the correlation model, that is to say, p = 4, then:
The stress monitoring data of the stress sensor 3-6-6, 3-3-2, 3-1-8, and 3-2-8 are used to reconstruct the stress measurements of the sensor located at point 3-1-4 on 16 May 2014. The contrast curves between reconstructed values and actual values are shown in Figure 4 . The reconstructed values have the same trend as the actual values, and there are small differences between them. The average absolute error is 0.89 MPa and the relative error is 2.71%. 
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The correlation model using X P2 is:
The contrast curves between reconstructed values and actual values are shown in Figure 5 . The average absolute error is 0.97 MPa and the relative error is 2.97%. 
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The contrast curves between reconstructed values and actual values are shown in Figure 6 . The average absolute error is 1.03 MPa and the relative error is 3.13%.
(a) (b) Figure 6 . The reconstructed value and the actual value using response variable XP3: (a) the curve of the reconstructed value and the actual value; and (b) the curve of reconstruction error.
The errors of the reconstructed information using different correlation coefficients of the response variables are summarized in Table 2 . The correlation model using X P3 is:
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The contrast curves between reconstructed values and actual values are shown in Figure 6 . The average absolute error is 1.03 MPa and the relative error is 3.13%. The errors of the reconstructed information using different correlation coefficients of the response variables are summarized in Table 2 . Figure 6 . The reconstructed value and the actual value using response variable X P3 : (a) the curve of the reconstructed value and the actual value; and (b) the curve of reconstruction error.
The errors of the reconstructed information using different correlation coefficients of the response variables are summarized in Table 2 . It can be seen from Table 2 that the errors become larger when the coefficients of response variables become smaller, in which the average absolute error and relative error are minimum when X P1 is chosen as the response variables. It indicated that the response variables with closer correlation to the reconstructed variable should be chosen, which is better for the reconstruction of the sensor measurements.
Influence of Monitoring Data Quantity on Reconstruction Error
In order to discuss the influences of the selection of response variables, two additional cases are discussed. The original stress monitoring data is collected from It can be seen from Table 2 that the errors become larger when the coefficients of response variables become smaller, in which the average absolute error and relative error are minimum when XP1 is chosen as the response variables. It indicated that the response variables with closer correlation to the reconstructed variable should be chosen, which is better for the reconstruction of the sensor measurements.
In order to discuss the influences of the selection of response variables, two additional cases are The errors of the reconstructed information using stress monitoring data from different time periods are summarized in Table 3 .
It can be seen from Table 3 The correlation model using stress monitoring data from 7 May 2014 to 14 May 2014 is:
The contrast curves between the reconstructed values and the actual values are shown in Figure 8 . The average absolute error is 0.22 MPa and the relative error is 0.68%.
The errors of the reconstructed information using stress monitoring data from different time periods are summarized in Table 3 .
It can be seen from Table 3 that the errors become smaller when the quantity of stress monitoring data become larger, in which the average absolute error and relative error are a minimum when the stress monitoring data from 7 May 2014 to 12 May 2014 is chosen to build the correlation model. This indicated that the larger quantity of stress monitoring data should be used, which is better for reconstruction of sensor measurements. In theory, the number of measurements larger than the unknown coefficients is the basic requirement for regression function identification; in fact, there are noises and temperature effects included in the measurements, the measurements in at least one full day are better. The errors of the reconstructed information using stress monitoring data from different time periods are summarized in Table 3 .
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Influence of Response Variable Number on Reconstruction Error
In order to discuss the influences of the different number of response variables, three additional cases are discussed, which are: 5 (51)
The correlation model using X P5 is:
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The contrast curves between reconstructed values and actual values are shown in Figure 9 . The average absolute error is 0.80 MPa and the relative error is 2.45%.
The contrast curves between the reconstructed values and the actual values are shown in Figure 11 . The average absolute error is 0.77 MPa and the relative error is 2.36%. Figure 9 . The reconstructed value and actual value using response variables X P5 : (a) the curve of the reconstructed value and the actual value; and (b) the curve of reconstruction error.
The correlation model using X P6 is: The errors of the reconstructed information using different number of the response variables are summarized in Table 4 . It can be seen from Table 4 that the errors become smaller when the number of response variables become larger, in which the average absolute error and relative error are minimum when XP7 is chosen as the response variables. However, there is only a slight difference between these discussed cases, and the number of the response variables with the same level of correlation coefficients influencing the errors of the reconstructed variables.
Conclusions
In this paper, a method of sensor information reconstruction based on the correlation degree is proposed. The monitoring information of a faulty sensor can be reconstructed by the correlation model and the measurements of other normal sensors. Based on the structural health monitoring system of Shenzhen Bay Stadium, the stress measurements of sensors located at support members are used to verify the proposed method. Furthermore, the influences for the errors of reconstructed monitoring information of a faulty sensor caused by three kinds of factors are discussed in the paper, which are the selection of response variables with different correlation, the quantity of the measurements from different time periods, and the number of response variables. The selection of response variables and the quantity of the measurements from different time periods are two main factors, which influence the reconstructed information errors for the faulty sensor directly. The number of the response variables influences the errors of reconstructed information a little if The correlation model using X P7 is
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In this paper, a method of sensor information reconstruction based on the correlation degree is proposed. The monitoring information of a faulty sensor can be reconstructed by the correlation model and the measurements of other normal sensors. Based on the structural health monitoring system of Shenzhen Bay Stadium, the stress measurements of sensors located at support members are used to verify the proposed method. Furthermore, the influences for the errors of reconstructed monitoring information of a faulty sensor caused by three kinds of factors are discussed in the paper, which are the selection of response variables with different correlation, the quantity of the measurements from different time periods, and the number of response variables. The selection of response variables and the quantity of the measurements from different time periods are two main factors, which influence the reconstructed information errors for the faulty sensor directly. The number of the response variables influences the errors of reconstructed information a little if the selected response variables are in the same correlation level to reconstructed variable. Furthermore, the proposed method is verified its effectiveness to a real world project.
